
ADDENDUM #1

CITY OF TORRANCE
3031 Torrance Blvd.
Torrance, CA 90503

BID NO. B2013-23

Bid for Replacement of Circulation Pumps at Benstead Plunge

ADDENDUM # 1-Issued 5-16-13

THE FOLLOWING CHANGES ARE HEREBY INCORPORATED INTO AND MADE A MANDATORY PART OF
SUBJECT BID:

Please see attached addendum (1 page) issued by Aquatic Design, dated 5-2-13.

May 16, 2013

Please return this addendum with your bid proposal.
I hereby acknowledge receipt of this addendum.

Name of Company

Address

City State Zip Code



ADDENDUM NO. 01
B2013-23

Bid for Replacement of Circulation Pumps at Benstead Plunge

City of Torrance, California

2 May 2013

AQUATIC
D E S I G N G R O U P

Scott J. Ferrell, C26222

PART 1 - GENERAL

A. THE FOLLOWING REVISIONS AND/OR CLARIFICATIONS SHALL BE MADE TO
THE BIDDING REQUIREMENTS AND CONTRACT DOCUMENTS. REVISE AND
AMEND THE DOCUMENTS FOR THE ABOVE NAMED PROJECT IN
ACCORDANCE WITH THIS ADDENDUM. THE BID SHALL REFLECT THESE
ADDENDUM CHANGES AND EACH BIDDER SHALL MAKE REFERENCE IN
THEIR BID TO THIS ADDENDUM.

B. ALL BIDDING REQUIREMENTS AND CONTRACT DOCUMENTS SHALL APPLY
TO THIS ADDENDUM AS ORIGINALLY INDICATED IN THE APPLICABLE
PORTIONS OF THE CONTRACT DOCUMENTS, UNLESS OTHERWISE
MODIFIED BY THIS ADDENDUM.

PART 2 - SPECIFICATIONS REVISION

A. Section 13156, 2.01, A:
Revise pump model number from 'Paco' #6015-3/4; 6" x 8" x 15" Type KPV to 'Paco'
#6012-3/4; 6" x 8" x 12" Type KPV. All other information remains unchanged.

PART 3 - PLAN REVISIONS

A. Sheet MR-1, Detail 1, Equipment List Key Note 1, Circulation Pumps:
Revise 'Paco' KPV 6015-3/4; 6" x 8" x 15" to 'Paco' KPV 6012-3/4; 6" x 8" x 12".
Note piping and concrete pump base will need to be adapted to fit new pump dimensions.
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